NOTE:

ENCASE ALL BURIED METALLIC SURFACES WITH POLYETHYLENE
WRAP (8 MIL. MIN.) AS SPECIFIED IN AW.W.A. CI05.

WRAP EXPOSED PORTIONS OF
BARS AND 2" INTO CONCRETE

WITH HALF LAPPED, 10 MIL.

PVC TAPE

FLANGES, BOLTS, &
NUTS SHALL BE KEPT
CLEAR OF CONCRETE
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It |[=—— VALVE BOX EXTENSION,
I I SEE STD DETAIL W-3

L 2 #6 BARS
8 #4 BARS

ANCHOR BLOCK DIMENSIONS (FT.)
SIZE OF GATE VALVE A B
200 PSI TEST 250 PSITEST

3 15 15 2.0
4 20 15 2,0
6 30 . 15 20
8 3.0 15 2.0
10 30 2,0 25
127 35 20 25
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